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Standard Drawing AA—-S112

Mortar 9.75"

------

’ 2 3 Mortar Joints (All joints to be staggered.)

NOTES:

1. Pipes draining into the inlet
shall be placed 2"+ above the
elevation of the outiet pipe.

2. Maximum size of pipe to be
used with iniet will be 24" Dia.

3. Inlets shall be buiit of brick,
precast solid concrete blocks,
cast in place concrete, or
precast concrete.

4, ,Precast basins must be
48" diameter.

5. Precast walls shall have a
minimum thickness of 5 inches
and be reinforced sufficiently to
permit shipping and handling
without damage. Connections
shall be made in accordance
with 604.06

SECTIONAL PLAN Grating to conform to detail on
Ground Rim to conform to detail on Standard Drawing AA—-S138

\ P Lime Cement Mortar .5" thick

M.H. Step
if directed

e 21 .5"min —

..........

Corbel as directed

\

5'=0" maximum

Variable as specified

Connections 24° or less

T Class "C" Concrete

This Drawing Previously AA-S34
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